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Existing
Slab on Grade

Shallow crawlspace

Sloped earth

Unaccessible
(assumed crawlspace)

Unaccessible
(assumed crawlspace)

Existing
Sidewalk
Vault

Remove existing
slab on grade and 
subsurface material
necessary to achieve
new finished floor 
elevation.  Provide 3"
ridid polystyrene insulation
beneath new concrete
slab.  See structural
drawings.

Basement
Construction Plan

A3.1

UP

Install sump pit
w/oil sep pump & lid.
Coordinate location w/
mechanical work.
Provide 1" drain into
pit from under slab.

Assumed 
location of 
foundation
wall

West Basement
B02

East Basement
B01

Excavate 6", level,
install 3" gravel, vapor
barrier, place W/W
and pour 4" slab.

Existing brick ledge (underpinning)

UP

2'-0"

New primed metal steps w/
handrailing.

New primed metal steps 
handrailing.
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Support posts
for new staircase.
See structural 
drawings.

Support posts
for new staircase.
See structural 
drawings. See structural plans and notes.
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New 8" CMU wall
on concrete spread
foundation.
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Cut openings in masonry wall for
ductwork and wiring as needed.

See structural
drawings for
alternate notes. See structural

drawings for
alternate notes.

See structural
drawings for
alternate notes.

Thickened slab
under stringer

CMU

CMU

CMU

Install wall mounted fire extinguisher (F.E.)

Install wall mounted fire extinguisher (F.E.)

Existing concrete
floor. Cut and excavate
for new post footings
as needed and patch.

1
A5.1

Spot point masonry
walls as needed.
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